








Building 2

Single Story Calculation
Actual area R-1 Actual area A-3 Actual area B/S/M

Formula: Allowable area R-1 Allowable area A-3 Allowable area B/S/M

Level Occupancy R-1 A-3 B/S/M Ratio

1 Actual Area 0 6,946 11,708
Allowable area 40,500 40,500 54,000

2 Actual Area 18,139 0 0
Allowable area 40,500 40,500 54,000

3 Actual Area 19,660 0 0
Allowable area 40,500 40,500 54,000

4 Actual Area 11,071 0 0
Allowable area 40,500 40,500 54,000

Multistory Calculation

Actual Area 48,870 6,946 11,708
Allowable area 81,000 81,000 108,000

Allowable Area Increases
Type II, One Hour Single Story w/sprinkler

Base Allowable Area & Sideyard Increase Multi-Story Increase
B/S-1/M 18,000 54,000 108,000
A-3/R-1 13,500 40,500 81,000
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Building 1

Single Story Calculation
Actual area R-1 Actual area B/S1/M

Formula: Allowable area R-1 Allowable area B/S1/M

Level Occupancy R-1 Area B/S1/M Area Ratio

1 Actual Area 3,605 4,961
Allowable Area 27,000 36,000

2 Actual Area 8,903 0
Allowable Area 27,000 36,000

3 Actual Area 9,429 0
Allowable Area 27,000 36,000

4 Actual Area 6,149 0
Allowable Area 27,000 36,000

Multistory Calculation

Actual Area 28,086 4,961
Allowable Area 54,000 72,000

Allowable Area Increases
Type II, One Hour Single Story with

Base Allowable Area Sprinkler Increase Multi-Story Increase
B/S-1/M 18,000 36,000 72,000
R-1 13,500 27,000 54,000
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